
California Fire Code 2022

Section 505 Premises Identi�cation

505.1 Address Identi�cation

New and existing buildings shall be provided with approved address identi�cation. The address identi�cation shall be legible and placed in
a position that is visible from the street or road fronting the property. Address identi�cation characters shall contrast with their

background. Address numbers shall be Arabic numbers or alphabetical letters. Numbers shall not be spelled out. Each character shall be
not less than 4 inches (102 mm) high with a minimum stroke width of /  inch (12.7 mm). Where required by the �re code o�cial, address

identi�cation shall be provided in additional approved locations to facilitate emergency response. Where access is by means of a private
road and the building cannot be viewed from the public way, a monument, pole or other sign or means shall be used to identify the
structure. Address identi�cation shall be maintained.

505.2 Street or Road Signs
Streets and roads shall be identi�ed with approved signs. Temporary signs shall be installed at each street intersection when construction

of new roadways allows passage by vehicles. Signs shall be of an approved size, weather resistant and be maintained until replaced by
permanent signs.

Exported by https://up.codes

1
2

https://up.codes/viewer/california/ca-fire-code-2022/chapter/2/definitions#existing
https://up.codes/viewer/california/ca-fire-code-2022/chapter/2/definitions#approved
https://up.codes/viewer/california/ca-fire-code-2022/chapter/2/definitions#fire_code_official
https://up.codes/viewer/california/ca-fire-code-2022/chapter/2/definitions#approved
https://up.codes/viewer/california/ca-fire-code-2022/chapter/2/definitions#access_to
https://up.codes/viewer/california/ca-fire-code-2022/chapter/2/definitions#public_way
https://up.codes/viewer/california/ca-fire-code-2022/chapter/2/definitions#approved
https://up.codes/viewer/california/ca-fire-code-2022/chapter/2/definitions#approved
https://up.codes/
https://up.codes/

